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ABSTRACT

The Consortium for Advanced Simulation of Light Water Reactors (CASL)–developed Virtual
Environment for Reactor Applications (VERA) core simulator is undergoing further development to
support development of boiling water reactor (BWR) models. CTF is the thermal-hydraulic component of
VERA that is used for thermal feedback and prediction of thermal-hydraulic parameters of interest such as
departure from nucleate boiling. CTF, being equipped with two-phase flow modeling capabilities, is
applicable for BWR analysis; however, work is needed to improve usability of the code and bring its
quality for these applications up to the standards required of VERA. While some work has been done in
CASL for BWR applications by developing a BWR preprocessor, performing two-phase validation work,
and implementing a modeling approach for the separated flow paths of BWR geometry, additional work is
needed to make the capability more production level and to add critical required features. This report
summarizes the current immediate needs in CTF that will improve its applicability to modeling of common
BWR designs and nominal operating conditions. These improvements will focus on usability
improvements (support of BWR geometric features in the CTF model) as well as modeling accuracy
improvements for two-phase flow. A summary of current work done to prepare CTF for these changes is
given. It is intended that these developments will be incrementally made over the coarse of the next two
years of the project.
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1. INTRODUCTION

CTF [14] is a thermal-hydraulic code originally developed for the analysis of light water reactor (LWR)
geometry and operating conditions. CTF uses the subchannel approach for meshing the model and the
two-fluid model for modeling two-phase flow. CTF includes a third field for modeling droplet motion
independently of the liquid film. CTF has been extensively developed as part of the Consortium for
Advanced Simulation of Light Water Reactors (CASL) program with the intention of supporting nominal
pressurized water reactor (PWR) operating conditions (reactor depletion) and departure from nucleate
boiling (DNB) conditions and for providing thermal-hydraulic boundary conditions in crud-induced power
shift (CIPS) studies. While some work has been done to improve CTF for applications in modeling boiling
water reactor (BWR) designs, further work is required. This report provides an overview of the immediate
development needs required to adequately supporting modeling and simulation of BWRs using CTF.

CTF requirements can be divided into two main areas: (1) user interface improvements, which includes
new input that CTF must consider for BWR geometry, and (2) code accuracy improvements. This report
identifies the specific tasks to be accomplished in these two areas. To address user interface requirements,
the CTF preprocessor Xml2ctf must be expanded to support part-length rods, and the CTF output writer
must be expanded to support BWR geometry when writing results to the VERA HDF5 file. It will also be
necessary to develop a suite of Xml2ctf regression tests that adequately cover the required BWR modeling
requirements. These regression tests will be added to use in further development of Xml2ctf. To improve
code accuracy, previous validation work has identified areas for improvement in CTF prediction of void
content in small and large bubble flow regimes, as well as pressure drop in annular-mist flow. It is proposed
that the validation matrix be expanded with additional tests to further investigate areas for improvement;
these findings will be used to drive efforts to identify and implement new closure models and/or to
recalibrate models to improve prediction accuracy. An additional task related to code accuracy is to model
bypass flow using CTF. The initial approach will be to use lookup tables to determine bypass flow rates,
and a parallel effort will be performed to investigate explicitly modeling the bypass flow. The following
two sections cover these needs in more detail and present some preliminary development and analysis that
has been conducted to facilitate future improvements.
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2. USER INTERFACE IMPROVEMENTS

2.1 Partial-length rods

Partial-length (part-length) fuel rods start at the bottom of the assembly and terminate part of the way up
the assembly, resulting in empty spots in the rod lattice in the upper portion of the assembly. This causes a
form loss to beg introduced, as well as a deceleration of the flow as the flow area opens up. If the flow
regime is annular, then the film on the part-length rod will break off and will either merge into the films of
other rods or will enter the droplet field.

2.1.1 Testing options in CTF for modeling geometry

This type of geometry can be modeled in CTF using one of two approaches. In the first approach, a
multi-section model can be created in which the lower section contains normal rod-lattice geometry, and
the upper section starts at the end of the part-length rod. An example using this approach is shown for a
3×3 geometry in Figure 1. The lower section is shown in 1a, and the upper section merges the four
channels adjacent to the part-length rod into a channel where the rod ends (Figure 1b). The upper section
simply sits on top of the lower section in the CTF model, and CTF handles distributing
mass/momentum/energy from the channels in the lower section into the connected ones in the upper
section. The part-length rod does not exist at all in the upper section of the model.

An alternative approach for modeling the part-length rod is to model a single section using the nominal
rod-bundle geometry. In this approach, the part-length rod exists in the entire model, but the geometry
modification tables are used to eliminate the effect of the rod’s cross section area and the wetted perimeter
on the four adjacent subchannels where the rod ends (Figure 1c). The part-length rod power generation is
also eliminated at its point of disappearance. Therefore, the four adjacent channels are still modeled, but
their area increases, while the wetted perimeter area decreases. By default, the gaps connecting the four
central channels will still retain the geometry of the gaps with the rod present. It is also possible to apply a
geometry modification to the width and length of these gaps to open them up. A lateral form loss
coefficient is applied to the gaps to account for contraction and expansion of the flow moving through the
gaps between the rods. Currently, it is not possible to remove this form loss as the rod disappears, but
leaving the form loss in place it may not have a significant impact on the solution.

The first approach is likely more intuitive for modeling this geometry, but it presents challenges in terms of
model setup. The first challenge is that the Xml2ctf preprocessor was developed with the assumption that
the model is single section. Changing this assumption would complicate code structure and would require
substantial modifications. The second challenge is that BWR geometry can contain several groups of
part-length rods of differing lengths. In this case, a different section would be needed for the termination of
each group, which may be challenging when creating a model.

The second approach will be easier to implement because once a part-length pin is identified, a table
eliminating the rod effects can be created and linked to that rod in the CTF model.

To compare the effects of the modeling approaches, a simple 3×3 model was created, which is a subregion
of a General Electric (GE) 10×10 assembly model. The model has uniform radial and axial power, is single
phase, and has a part-length rod in the center location which ends at 1 m. The model was generated using a
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(a) Lower section has nor-
mal rod-bundle subchan-
nel geometry.

(b) In the upper section,
the part-length rod is
missing from the ge-
ometry, and the four
subchannels that were
surrounding the rod are
now merged into a single
subchannel.

(c) The part length rod can
be modeled using one section.
A geometry-forcing function is
specified on the rod so that its
effect on the adjacent channel
cross sectional area and wetted
perimeter is eliminated when the
rod disappears.

Figure 1. Example of modeling a part-length rod using a multi-section model in CTF
.

multi-section model and a table-based approach. The predicted velocity profile for both model types is
shown in Figure 2 for a normal channel that is not affected by a part-length rod and an affected channel. As
shown, there is a less than 1 % difference in velocity profile prediction when comparing the results from the
two approaches.

In the table-based model, no treatment is applied to the gaps, so they retain their original width, length, and
loss coefficient. This model must be expanded to two-phase flow conditions to ensure that the behavior will
still be similar under realistic conditions. Furthermore, a nonuniform power distribution should be applied
to drive more cross flow and to further examine the effect of gap treatment.

2.1.2 Addition of a verification test to the geometry tables approach

A code verification test was added to ensure that the pressure drop effects (form loss due to rod
disappearance, reduction in friction, and deceleration pressure gain) and velocity changes match the
analytical expectations when modeling the rod disappearance using the table-based approach. This simple
geometry was modeled in CTF and was compared to a hand-calculated solution. The hand-calculated
solution, as well as the process of comparing it to CTF, was scripted in Python and added as a unit test in
the CTF testing framework. This test is documented in the CTF V&V manual [14].

The flow expansion problem involves axial flow expanding into a more open cross sectional area. To
capture this effect, the model is set up in CTF using a flow area and a wetted perimeter axial modification
table. This test ensures that CTF correctly predicts the deceleration of the fluid, the frictional pressure drop
in lower and upper sections of the model, the form loss pressure drop, and the deceleration pressure rise.
The model is set up for single-phase flow to ensure that an analytical solution can easily be calculated.
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(a) Predicted velocity distribution in chan-
nel not affected by part-length rod in simple
subregion part-length model.

(b) Predicted velocity distribution in channel
affected by part-length rod disappearance in
simple subregion part-length model.

Figure 2. Effect of modeling a part-length rod using a multisection model vs. a table-based approach.

The model includes two channels connected to one rod, and the rod disappears half way up the model. A
schematic of the model is shown in Figure 3. The model length is 2.0 m, with the part-length rod
disappearing at 1.0 m from the inlet. The inlet boundary conditions have a total mass flow rate of
0.9227 kg s−1, the inlet temperature is 200 ◦C, and the outlet pressure is 150 bar. The model is unheated.
The nominal flow area is 1.2332 × 10−4 m2, the wetted perimeter of each channel is 5.2723 × 10−2 m, and
the diameter of the rod is 9.5 × 10−3 m. The width of the gap between the two channels is 3.1 × 10−3 m,
and its length from channel to channel is 0.0126 m. A lateral form loss coefficient of 0.5 is applied in the
gap, and a form loss coefficient is also applied at the location of the expansion.

To make an analytical solution possible, the liquid density is set to a constant value of 900 kg m−3, and the
friction factor is set to a constant of 0.1. Since mass flow rate will be conserved over the geometric
expansion, the velocity in the expanded region can be related to the inlet velocity as follows:

ṁin = ṁout (1)

ρvinAin = ρvoutAout

vout =
Ain

Aout
vin,

where “in” and “out” refer to the inlet and outlet of the model, ρ is the liquid density, A is the cross
sectional flow area, and v is the liquid velocity. The frictional form loss is calculated as follows:

dP
dz f

=
1

2Dh
fρv2, (2)

where f is the Darcy friction factor, Dh is the hydraulic diameter, and dP
dz is the pressure drop per unit

length. Since velocity will be one of two values, there will be different frictional pressure drops in the
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Figure 3. Example of flow expansion model geometry.
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Figure 4. CTF staggered mesh for flow expansion test near point of expansion.

lower and upper sections of the model. The pressure change over the expansion will include effects of the
form loss and the deceleration of the fluid. These effects are calculated as follows:

dPloss =
1
2
ρkv2

in (3)

dPacc =
1
2
ρ
(
v2

out − v2
in

)
(4)

Equation (3) is the pressure drop due to form loss, and Eq. (4) is the pressure drop due to the slowing down
of the fluid, where k is the form loss coefficient.

The axial mesh is uniform, with each cell being 0.1 m. Considering the geometry of the rod, the cross
sectional area will increase by a factor of 1.2874 after the rod disappears, and the wetted perimeter will
decrease by a factor of 0.71695. The expansion is modeled using a set of area and wetted perimeter
modification tables which apply the change in channel geometry at axial scalar and momentum level 12 in
the model, which corresponds to 1 m. The reason that the change is applied to level 12 can be seen in
Figure 4, which shows the CTF staggered mesh around the expansion.

Each cell in CTF is 0.1 m. Because the first cell is a ghost cell, it is not counted when placing the location
of the expansion. Therefore, the top of CTF scalar cell 11 is located at 1.0 m, which is the desired point of
expansion. Scalar level 12 will be the first scalar cell where the area is opened. The momentum mesh index
leads the scalar index by one because the first momentum level occurs at the top of the first scalar level.
Momentum level 11 will retain the inlet area, which is consistent with the geometry being modeled.
Momentum level 12 will be the first momentum level to have an expanded flow area. However, the form
loss occurs at momentum cell 11, which is the top of the rod. To further simplify the analysis, the gravity is
disabled in the CTF model, so gravitational head loss does not need to be considered.

The predicted and expected velocity profile in the model matches well, as indicated in Figure 5. The
pressure drop is plotted as the total pressure drop per momentum cell. The analytical solution is calculated
for each momentum cell individually. The momentum levels not affected by the form or expansion losses
are simply the frictional loss using the velocity in that level. The form loss occurs at momentum level 11.
The acceleration loss is spread over two momentum levels in CTF because the flow slows down over scalar
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Figure 5. Comparison of expected and calculated velocities in the expansion verification test.

Figure 6. Comparison of expected and calculated pressures in the expansion verification test.

level 12, at the inlet value at the entrance of scalar level 12 and at the outlet value at the exit of level 12.
Therefore, the deceleration drop occurring between scalar levels 11 and 13 is considered. For simplicity,
half of the expected value is added to each momentum cell (11 and 12). The expected and predicted
pressure drop over each cell is shown in Figure 6.

This problem shows that CTF can be used to model a flow expansion and to capture the deceleration and
form loss components of pressure drop. This problem provides guidance on how to correctly place the form
loss coefficient, expansion of area, and contraction of the wetted perimeter when modeling this geometry.

2.1.3 Future work

The testing performed on these approaches should be expanded in the future. The verification problem
should be expanded to include the multisection approach to ensure that the same analytical solution can be
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obtained with both approaches. The tests that have been developed should be converted to two-phase flow
in the annular mist-flow regime to ensure more realistic conditions. It must be verified that the two
approaches obtain similar results when a film and droplets are involved to ensure that assumptions made in
the table-based approach are valid. After these tests are performed, the results can be used to determine the
best approach to implement into Xml2ctf. Once the selected approach is implemented, CTF will be able to
model part-length rod geometry when a model is created from the VERAIn file.

2.2 VERA-CS HDF5 file support for BWR geometry

In the traditional CTF model, the code will have very little knowledge of how control volumes are placed in
space. Rather, it will know the size of the control volumes and how they connect to the adjacent ones in the
axial and lateral directions. When VERA is used to model LWRs, this information must be entered into
CTF to write solution data to the VERA output format, which includes location information for each pin
and channel in the model. During development for PWR geometry, a card group was added to the CTF
input file that allows the user to specify pin and channel placement in the CTF model in the form of
two-dimensional (2D) maps. These maps are then produced by Xml2ctf from the VERAIn common input
file. An example is shown below.

∗Card 1 7 . 4 − Rod Map
−1 −1 −1 −1 −2 −2 −2 −2
−1 −1 −1 −1 −2 −2 −2 −2
−1 −1 1 1 2 2 2 2
−1 −1 1 1 2 2 2 2
−3 −3 3 3 0 0 0 0
−3 −3 3 3 0 0 0 0
−3 −3 3 3 0 0 0 0
−3 −3 3 3 0 0 0 0

∗Card 1 7 . 4 − Channel Map
−1 −1 −1 −1 −1 −2 −2 −2 −2
−1 −1 −1 −1 −1 −2 −2 −2 −2
−1 −1 0 1 1 2 0 2 2
−1 −1 1 1 1 2 2 2 2
−1 −1 1 1 1 2 2 2 2
−3 −3 3 3 3 0 0 0 0
−3 −3 0 3 3 0 0 0 0
−3 −3 3 3 3 0 0 0 0
−3 −3 3 3 3 0 0 0 0

{ assem map}
∗∗ sym_opt nassem_rows n a s s e m _ c o l s

5 3 3
∗∗Assembly Map

0 3 0
2 1 2
0 3 0

11



The rod map provides an assembly index for each pin in the model indicating the assembly to which each
pin belongs. Similarly, the channel map specifies the assembly to which each channel belongs. The
negative values indicate to CTF that the pin/channel exists in the assembly, but it is not solved by CTF
since it is on the other side of a symmetry line in the model. Values of zero indicate that there is no pin or
channel in that location. This particular model has large water rods, which is why the channel map has
missing channels in the middle of each assembly. This is a small, made-up problem using 4×4 assemblies
which is used for regression testing purposes.

The {assem_map} block specifies the symmetry option being used (full, quarter mirror, or quarter
rotational), the dimensions of the core map (number of rows and columns of assemblies), and the layout of
the assemblies in the core. Each index in the assembly map is a unique assembly index that is consistent
with the indices specified in the rod Map and the channel map. The entire core is specified in this map. As
previously indicated, some of the assemblies are on the other side of the symmetry line. In this case, the
sister assembly index is used for specifying unsolved assemblies.

CTF currently has hard-coded assumptions that assume a PWR pattern (sea of rods) in which there will
always be one more row and column of channels than there are rods. In the case of BWR geometry, there
will be one extra row and column of channels for every assembly in the model. Therefore, this assumption
must be relaxed. Furthermore, the RodMap and ChanMap classes in the code may need to be modified if
there are any assumptions about how channels and rods are related.

Finally, one of the main uses of the RodMap and ChanMap classes is to organize solution data that are
written to the VERA HDF5 file. Because of the PWR geometry assumption, data in the boundary channels
are currently not being written correctly for BWR geometry. This must be fixed as part of this activity.

2.3 Inlet orifice map

An inlet orifice map is used to specify loss coefficients at the inlet of each assembly in the model. Because
the center of the core will be more voided than the periphery of the core, the pressure drop and flow
resistance will be higher in the center. This will cause water entering the core to prefer the periphery
assemblies and will choke flow to the high power regions. To counter this effect, the core plate can include
assembly inlet orifices that are sized differently to better balance flow delivery.

There is currently no straightforward method for entering this information into the VERAIn common input
file. As such, the ability to enter a map will be added to the CORE block of the input file; the map will have
the same dimensions as the core map, and each value will provide a form loss coefficient.

In addition to the core plate losses, which do not change from cycle to cycle, the assembly itself can have
different inlet and outlet form losses which will affect the overall flow distribution in the core. To capture
this, the ASSEMBLY block will be modified to include an inlet form loss and an outlet form loss. This
information will stay with the assembly as it is shuffled around the core.

Xml2ctf will be modified to read these new inputs and will transfer these form loss coefficients to the
individual channels that comprise the assemblies to which they belong. The form loss coefficients will be
uniform for all of the channels in the assembly to which the loss is applied. Note that the form loss
coefficients must be added to the second momentum level in CTF, because when a mass flow rate inlet
boundary condition is applied, any losses will not be included in the pressure calculation. This should not

12



have any significant impact on the effect of pressure drop in the assembly or to the total mass flow rate
delivery to that assembly.

2.4 Expansion of Xml2ctf regression testing

Xml2ctf converts the VERAIn file to the CTF input deck. The Xml2ctf regression testing matrix for BWR
geometry is currently limited. A summary of the test cases that are included is provided below:

• Mock Peach Bottom 8×8 assembly, including a channel box with rounded corners and guide tubes.

• 8×8 bundle with solid stainless steel rods

• 8×8 bundle with a single large water rod

• Model of 4 8×8 assemblies of two different types, to be run in serial

• Model of 4 8×8 assemblies of two different types, to be run in parallel

• 3×3 lattice model with channel box used to demonstrate that odd-lattice assemblies can be modeled

• Model with fuel rod that has no gap between pellet and clad to protect the ability to model fuel rods
without gaps

This test matrix should be expanded to cover all geometries of interest. The most effective approach would
be for the Virtual Environment for Reactor Applications (VERA) Applications Focus Area to create a suite
of VERAIn models representing cases that need to be run and then deliver this to the CTF development
team so that Xml2ctf can be expanded as needed, with each model being added as a regression test to
protect all added features.

3. MODELING IMPROVEMENTS

3.1 Bypass flow modeling

The typical approach for modeling bypass flow in BWRs involves using pre-generated tables that are a
function of core power and core flow. This is the initial approach to be used in the core simulator. However,
modeling the bypass explicitly would allow for a more predictive capability that could capture the effect of
heat transfer to the bypass region and any voiding that may occur. The challenging aspect of modeling the
bypass involves correctly characterizing the local losses in the model of that region. It should be possible to
set up the channel system in CTF to represent the bypass region as long as losses can be adequately
represented. This work task, which will be led by North Carolina State University (NCSU), will analyze
explicit modeling of the bypass region using CTF and will characterize the effects of heat transfer
communication with the active core region. This task will also include analysis of figures of merit such as
bypass voiding.
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3.2 Two-phase closure model improvements

CTF has a fairly extensive validation matrix, which is documented in its V&V manual [15]. This matrix
was designed using a top-down approach that (1) considers the intended applications of CTF, (2) uses the
intended applications to generate high-level requirements, (3) includes verification tests designed to test
features and separate effects models in support of those requirements, and (4) seeks out open separate
effects and integral experimental data to test the accuracy of code models and numerical methods.

The intended CTF applications are as follows:

1. normal PWR operating behavior

2. normal BWR operating behavior

3. DNB analysis of PWRs

4. CIPS analysis of PWRs

5. reactivity insertion accident (RIA) analysis in PWRs

The high-level requirements developed from the list of applications is provided below:

1. Single-phase convective heat transfer

2. Subcooled nucleate boiling heat transfer

3. Near wall vapor generation

4. Single-phase form loss

5. Two-phase form loss

6. Single-phase wall shear

7. Two-phase wall shear

8. Spacer grid heat transfer enhancement

9. Spacer grid turbulent kinetic energy (TKE)
enhancement

10. Single-phase turbulent mixing

11. Two-phase turbulent mixing

12. Pressure directed cross flow

13. Nucleate boiling heat transfer

14. Void drift

15. Droplet entrainment and de-entrainment

16. Small bubble interfacial drag and implicit
heat transfer

17. Large bubble interfacial drag and implicit
heat transfer

18. Annular mist interfacial drag and implicit heat
transfer

19. Critical heat flux

As indicated in the list, BWR modeling applications are included. Several two-phase tests were added to
the validation matrix to support these requirements. The test sources and the requirements they test are
summarized in Table 1.

As indicated in the table, there is generally good coverage of the requirements. During two-phase
validation efforts, it was found that CTF tends to over-predict void content in lower void flow regimes (i.e.,
small bubble and large bubble). An example is provided in Figure 7, which shows the bundle-average
outlet void predicted by CTF for the BFBT void distribution cases compared to the experimental results.
As shown in the figure, there is a clear bias in void being over-predicted in small- and large-bubble flow
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Table 1. Summary of two-phase validation tests in CTF test matrix and requirements satisfied

Dataset Requirement

PSBT Series 1–4 (channel) [13] 2, 3, 16, 17
PSBT Series 5–7 (bundle) [13] 2, 3, 11, 14, 16, 17

BFBT P6 pressure drop [10] 5, 7, 16, 17, 18
BFBT void distribution [10] 3, 11, 14, 16, 17, 18

RISO tube [17] 7, 15, 16, 17, 18
CE 5×5 [8] 1, 2, 10, 11, 12, 13

GE 3×3 [11] 3, 11, 12, 14
Harwell [3] 19

regimes. Figure 8 provides void prediction results for the PSBT single-channel Series 1 tests, which show a
similar trend, although not as extreme.

Using a two-fluid modeling approach for two-phase flow relies on interfacial drag closure models for
determining phase slip, which is one of the primary parameters required for predicting void content. This
over-prediction may point to inaccurate prediction of interfacial drag in specific flow regimes recognized
by CTF. Another important parameter is the prediction of vapor generation at the wall due to subcooled and
saturated boiling. Rather than using an onset of nucleate boiling model, CTF predicts boiling as soon as the
rod surface temperature rises above the local saturation temperature, and it relies on a near-wall
condensation model to condense vapor back to liquid when the heat transfer regime is subcooled boiling.
This boiling closure model may need additional validation and calibration.

In addition to the issues with over-prediction of void, it has also been observed that CTF demonstrates a
clear bias in prediction of two-phase pressure drop in the annular mist flow regime. Figure 9 shows the
measured vs. the predicted pressure drop for the RISO tube tests.

Previous work has been performed to incorporate the more physically correct Lane model, which exhibits
much better prediction of two-phase pressure drop, as shown in Figure 10. However, a wider assessment of
this model was never performed for the other validation cases, and it has been observed to exhibit
numerical convergence issues as implemented into the code. As two-phase pressure drop is a function of
the interfacial friction and wall shear, prediction of void and two-phase pressure drop must be considered
while making improvements to the closure models.

As these flow regimes will be encountered when modeling BWRs, work will be performed to improve on
void prediction by CTF. The following initial steps have already been taken:

• Perform a brief review of other available models for subcooled boiling

• Begin a literary search for additional two-phase data that can be added to the validation matrix

• Begin adding new tests to the validation matrix

• Develop an automated validation test matrix driver utility

• Perform initial refactoring of the CTF two-phase closure models

These objectives are explained further in the sections that follow. Based on the findings in the present
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Figure 7. Comparison of CTF predicted average outlet void and measurements for BFBT void distri-
bution cases.
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Figure 8. Comparison of CTF predictions of void to measurements in the PSBT single-channel, Series
1 tests.
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Figure 9. Two-phase pressure drop prediction of CTF for RISO tube tests compared to experimental
results.
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Figure 10. Two-phase pressure drop prediction of CTF for RISO tube tests compared to experimental
results using the Lane closure models for annular-mist flow.
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work, a path is established for making improvements to the closure models.

3.2.1 Boiling model options

Other modeling choices were considered by reviewing approaches in other common two-phase flow
modeling codes.

3.2.1.1 VIPRE-01 VIPRE-01 (VIPRE) [16] is a drift-flux code, meaning that only one set of equations
is solved for each of the governing equations (mass, momentum, and energy) rather than solving separate
equations for each phase. The fluid is considered to be a two-phase mixture, and void will be calculated
from the mixture energy. To improve on the accuracy of this determination, the slip between the two phases
is considered in the calculation, as it is known to impact the fluid’s void content.

VIPRE, like CTF, must consider the solid surface temperature when boiling is present, as well as the void
during subcooled boiling. VIPRE uses a heat transfer coefficient (HTC)-based model for predicting the
heat flux (Equation 5).

q” = H(Tw − Tb) (5)

Like CTF, the entire boiling curve is considered, with separate models being used to calculate H for
single-phase convection, nucleate boiling, transition boiling, and film boiling regions. To determine the
transition point, the max of the single-phase and boiling HTCs is taken, and the larger one determines the
heat transfer regime. The HTC used in Equation 5 will be calculated as the sum of the two HTCs. The
same correlation (either Thom or Chen) is used for both subcooled and saturated nucleate boiling. CTF
works in essentially the same manner when it comes to determination of the HTC in single-phase and
boiling regions. The same boiling models are available in CTF and VIPRE.

To determine the void in subcooled boiling, VIPRE uses a relationship between flow quality, slip, and void,
as shown in Equation 6,

α =
xvg

(1 − x)v f S + xvg
, (6)

where α is void, x is flow quality, v is the specific volume, f and g subscripts represent saturated liquid and
vapor, respectively, and S is the ratio of vapor and liquid velocity. The slip ratio can be entered as a
constant to VIPRE, or it can be calculated by the code using an empirical correlation. The other parameter
that must be calculated is the flow quality. As VIPRE does not model the phases individually, their
individual velocities are not known explicitly. Rather, VIPRE will calculate the equilibrium quality, xe, of
the mixture. The flow quality is determined using one of two profile-fit models, which both are a function
of equilibrium quality and the equilibrium quality at the point where bubbles depart. This approach for
determining subcooled void production is very different from the approach used in CTF, which is largely
because CTF is a two-fluid code.

The approach is fully documented in the CTF Theory Manual [14], and a brief overview is provided here.
As CTF solves mass and energy equations for both phases, it determines the split in the boiling heat flux,
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Figure 11. CTF decision matrix for determining heat transfer regime (emphasis on selection of boiling
regime).

with one part delivering energy to the fluid, and one delivering the energy to the vapor phase. In subcooled
boiling, vapor bubbles may collapse before detaching, or they may detach and condense after leaving the
superheated film near the wall. CTF determines the heat transfer regime based on the logic shown in Figure
11.

The post-critical heat flux (CHF) regimes are not detailed in Figure 11. In the subcooled boiling regime,
CTF calculates a subcooled boiling factor, F that is between zero and one, which represents the fraction of
boiling heat transfer resulting in bubble generation that remains in the vapor phase. This is calculated as
shown in Equation 7:

F =
q”nb − q”cw

q”nb
ε, (7)

where q”nb is the total heat flux calculated by the nucleate boiling model (Chen or Thom), epsilon is a
factor that accounts for the enhanced heat transfer due to subcooled water being pumped into the
superheated near-wall film due to bubbles leaving the surface (it will be between zero and one, reducing the
amount of bubbles remaining in the vapor phase), and and q”cw is the amount of heat flux lost to near wall
condensation. This term is formulated as follows:

q”cw = max(0.0, q”hn − q”db). (8)
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The q”hn heat flux is calculated using the Hancox-Nicoll near-wall condensation model, which is meant to
calculate the total heat flux during subcooled boiling. All bubbles condense at the heat flux predicted by
this model. The single-phase heat flux calculated by Dittus-Boelter is removed from this term. The net
amount is therefore the amount of heat flux that will condense back to liquid. This is subtracted from the
total heat flux to determine how much of the vapor remains in the vapor phase. Note that this term is only
calculated for subcooled boiling and will be zero for nucleate boiling. Based on this formulation, it is clear
that the accuracy and applicability of Hancox-Nicoll to conditions modeled by CTF is crucial for correcting
the prediction of bulk void in the subcooled boiling region. The latent heat factor, F, is used later by CTF
to determine the vapor generation rate (mass transferred from the liquid to the vapor mass equation).

3.2.1.2 TRACE TRACE [1] is a two-fluid code like CTF, so it must consider how energy leaving the
wall is partitioned between the liquid and vapor phases.

Like CTF, TRACE considers the single-phase and boiling heat transfer regimes of the boiling curve.
Unlike VIPRE and CTF, TRACE uses an explicit onset of nucleate boiling criterion to determine when the
regime transition takes place. As discussed above, VIPRE takes the maximum of the HTCs to determine
the correct regime, and CTF switches to boiling as soon as the rod surface temperature rises above the local
saturation point. TRACE uses the model of Basu to determine at which wall superheat (the difference
between actual wall temperature and local saturation temperature) is required to switch to boiling heat
transfer. After the heat regime is determined to be boiling, an additive approach is used to combine forced
convection and boiling heat fluxes. Unlike CTF and VIPRE, which both simply add the two heat fluxes,
TRACE uses a super-position method developed by Steiner and Taborek, as shown below:

q”NB =
[
q”3

FC + q”3
PB

]1/3
. (9)

The model of Gorenflo is used as the pool boiling model indicated by q”PB. The forced convective heat flux
is represented by q”FC. This equation is actually modified slightly to prevent a discontinuity at the point of
onset of nucleate boiling (ONB) by removing the fully developed boiling heat flux at the point of boiling
initiation, q”BI”, as indicated below:

q”NB =
[
q”3

FC + (q”PB − q”BI)3
]1/3

, (10)

where q”BI is simply q”PB(TONB). This heat flux is then used to calculate the HTC and, thus, to calculate
the wall temperature.

Similar to CTF, TRACE uses a subcooled boiling factor to determine the amount of boiling heat flux that
results in vapor generation. Specifically, the wall vapor generation rate is formulated as follows:

Γsub =
fsub(q”NB − q”FC)A′′′w

hg − hl
, (11)

where fsub is the subcooled boiling factor. It is multiplied by the total boiling heat flux, which in TRACE is
assumed to be the total boiling heat flux minus the forced convective heat flux. This assumption is
specifically stating that forced boiling heat flux is a combination of pool boiling effects and forced
convection effects. A′′′w is the wall area per unit volume, and the denominator is the enthalpy rise required
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to convert subcooled liquid to vapor. Unlike CTF, which uses the Hancox-Nicoll model to estimate the heat
flux leading to vapor generation, TRACE uses the liquid enthalpy required for bubble detachment, as
shown below:

fsub = max(0,
hl − hld

h f − hld
), (12)

where hld is the liquid enthalpy at which bubbles begin to detach. As the liquid enthalpy reaches saturation,
the factor goes to one, and all boiling heat flux results in vapor generation. If the liquid enthalpy is below
the threshold value, then the factor becomes zero, and none of the bubbles detach.

When bubbles detach, they may still condense in the bulk liquid. However, TRACE assumes that its
interfacial heat transfer model will be adequate in causing this condensation to occur. Note that CTF also
has an interfacial heat transfer model that will cause vapor to condense back to liquid when the liquid is
subcooled.

3.2.1.3 THERMIT-2 The THERMIT-2 code is another two-fluid code developed by MIT for
subchannel analysis [9].

Similar to TRACE, THERMIT-2 uses the concept of a bubble detachment temperature to determine the
amount of vapor generation in subcooled boiling. In fact, the factor is posed almost exactly as Equation 12,
with the only difference being that it is posed in terms of temperature in THERMIT-2 instead of enthalpy.
The difference from TRACE is that the Ahmad model is used to predict the bubble detachment temperature
in THERMIT-2, whereas the Saha and Zuber model is used by TRACE.

The total vapor generation rate in saturated boiling will be as follows.

Γ =
q”w

h f g
(13)

Note that the THERMIT-2 manual seems to indicate that the wall heat transfer in boiling flow is calculated
from the boiling model only. In other words, there is no superposition of forced convection and boiling heat
transfer effects as in the other three codes reviewed thus far. This previous equation seems to agree with
that finding, because the total heat flux is used to determine vapor generation (rather than subtracting the
forced convection component first). Physically, the heat flux predicted by these models will not be solely
due to vapor generation, as some energy is also used to heat up the subcooled liquid. The Chen and Thom
models are available for predicting the boiling heat flux. The subcooled boiling factor will be multiplied by
this total vapor generation rate to determine the amount of vapor generation in subcooled boiling.

Similar to TRACE, THERMIT-2 relies on interfacial heat transfer to account for the condensation that
occurs in the subcooled bulk. Ahmad’s paper is referenced for determination of the interfacial area and
HTCs for this region.
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3.2.2 Path Forward

With a preliminary assessment of the approaches of VIPRE, TRACE, THERMIT-2, and CTF complete, a
path forward for improving the CTF two-phase closure models is proposed.

Predicting two-phase parameters like void and two-phase pressure drop requires correct prediction of a
number of separate effects like vapor generation from wall boiling, interfacial drag, and wall drag. Because
consideration of all effects simultaneously adds complexity to the process of improving the closure models,
the approach will be to separate importance of effects by focusing on limited operating regions. Two
parameters must be correctly predicted when considering the boiling model. First, the heat transfer
coefficient must be calculated so that it leads to the correct rod surface temperature. Experiments will be
added to the test matrix to ensure that this is the case. Second, the vapor generation rate must lead to the
correct addition to the vapor phase. In saturated boiling, the mass transfer rate is simply the heat flux
divided by the latent heat of vaporization, but in subcooled boiling, a large portion of the vapor will either
not detach from the wall at all or will condense after reaching the bulk.

CTF includes a near-wall condensation model (Hancox-Nicoll) to account for this, but its adequacy in
correctly accounting for this effect is not clear when reading the original Hancox-Nicoll paper, and it is not
clear that its use in the CTF model is in line with the actual physics. The other three codes all use a similar
approach of considering the bubble detachment temperature, which is in line with what physically happens
in the subcooled boiling process. Some benchmarking has previously been performed with VIPRE [21]
and TRACE, and the results show overall better prediction of void and pressure drop in pre-CHF flow
regimes using those codes. It is not clear if this is due to the formulation of the subcooled boiling model,
the interfacial drag model, or both. Both VIPRE and TRACE use a drift-flux–based model to predict phase
slip. (TRACE uses the drift-flux approximation to essentially back-calculate the interfacial drag that links
the liquid and vapor phases.) However, considering that CTF seems to disagree with onset of significant
void (OSV) when compared to experiment and other codes, the subcooled boiling model is a good
candidate for examination. Consideration will be given to switching the CTF formulation to a similar
approach that considers the bubble detachment temperature. To properly assess this model, the work
should focus on subcooled experiments in which boiling is present and should ensure that CTF is
predicting the correct void content for these cases, and if not, then the model must be recalibrated.

After correcting the subcooled boiling model, attention can be directed at cases with low void in which
wall-boiling starts to contribute to the bulk void. In low-void cases at higher mass fluxes, the interfacial
drag should be relatively easy to remove from consideration because it is expected that there will be
essentially no slip between the phases for these conditions. Low-void experiments can be binned by flow
conditions, and a sensitivity study can be performed on the interfacial drag to ensure that this is the case.
There should be an upper limit at which further increases to the interfacial drag do not affect predicted
void, although reducing it may cause void prediction to increase. For cases in which the interfacial drag is
certain, all void should be expected to come from near-wall generation; this can be used to expand on the
boiling model calibration. Finally, attention can then be given to cases in which interfacial drag is expected
to play an important part and the model can be calibrated.
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3.2.3 Expansion of the testing matrix

The plan for improving the two-phase closure models in CTF will require more data in the validation
matrix. A literary search for possible two-phase data that would be useful to add to the validation matrix
for improving on the assessment of CTF is in process. Possible candidates are summarized as follows:

1. Bennett tests [3]: These tests are already in the CTF validation matrix, but their scope of analysis can
be expanded. The tests ran water at high pressure upwards through a tube that was electrically heated
to the point at which the liquid boiled off and the tube dried out. Dry-out was detected by
thermocouples that were attached axially along the outside of the tube. The tests were only used to
validate the CTF dry-out prediction, but the entire temperature profile can be compared to CTF
predictions to validate the boiling heat transfer model, in addition to the CHF model.

2. Void profile tests [4]: These tests involved running water through a rectangular channel at BWR
conditions. The axial void profile was measured in roughly 6 cm increments using a gamma-ray
attenuation technique. Despite the data being old, good agreement was found with the subcooled
boiling model implemented in THERMIT-2 [9], so similarly good agreement with the CTF boiling
model is expected.

3. Mass flow and enthalpy distribution in PELCO-S [7]: This 4×4 rod bundle was run using
steam/water at BWR operating conditions. Outlet mass flux and enthalpy distribution were
measured; this is very similar to the measurement approach and data extracted in the GE 3×3 facility
[11]. The data would not add anything new to the matrix, but they would add more data from an
independent source. This may be more useful for calibration of the two-phase turbulent mixing
model, as no void measurements were made.

4. DEBORA tests [19]: These tests are fairly recent tube boiling tests in which very detailed radial void
distribution measurements were made at the outlet of the test section. A drawback of these tests is
that R-12 was used as the working fluid, and while CTF can take user-defined fluid properties for
subcooled liquid, this capability would need to be extended to two-phase properties for these tests to
be easily modeled.

5. NESTOR tests [18]: The NESTOR tests are steam/water tests that were performed under
prototypical PWR operating conditions in a 5×5 rod bundle using realistic mixing vane grids. Very
detailed rod surface temperature measurements were made, which would allow for validation of the
convection and boiling heat transfer models.

6. WALT loop [5]: The Westinghouse Advanced Loop Tester (WALT) was run at PWR conditions to
generate data for crud models. Several clean-rod cases were run that included subcooled boiling
conditions; these cases can be used to validate the CTF heat transfer model.

7. Rouhani tests [12]: The Rouhani tests involve steam/water up-flow in an annular test section. Tests
were run at low-to-high pressure, and void measurements were made at a fixed location near the test
section’s outlet. This series included a large number of tests run at subcooled and saturated boiling
conditions. The test cases were run using heavy water, so it may be necessary to change the fluid
properties to model these cases.

The Bartolomei [6] tests were high-pressure tests that have been used extensively for computational fluid
dynamics (CFD) validation in CASL, so they have already been added to the CTF validation matrix and
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Table 2. Ranges of operating conditions for the Bartolomei tests

Parameter Min. value Max. value Unit

Pressure 15 148 bar
Mass flux 405 2,100 kg/m2-s
Heat flux 420 2,210 KW/m2

Inlet subcooling 11 140 deg C

benchmarked against STAR-CCM+ as part of this work. The STAR-CCM+ results are preliminary and can
be found in [20].

3.2.4 Bartolomei tests

The Bartolomei experimental facility and tests are described in two articles by Bartolomei et al. [2], [6],
which describe 38 tests which were modeled with two different base geometries: a 15.4 mm vertical tube
with a fixed length of 2000.0 mm, and a 20 mm vertical tube with varying lengths ranging from 800.0 mm
and 1500.0 mm. The range of operating conditions is shown in Table 2. These tests involve upwards flow
through a vertical cylindrical pipe, with a constant applied heat flux over the entire pipe. Void fraction
measurements are not available for 11 of the 38 cases, so only 27 cases are included. Of these, wall
temperature and liquid temperature measurements are available for Case 1, in addition to cross sectional
void fraction measurements at different axial locations, which are provided for all 27 cases.

The system pressure and inlet liquid flow rate were measured using a manometer and a differential
manometer-flowmeter. Flow temperatures at the inlet and outlet of the experimental section were measured
using chromel-copel thermocouples. Flow temperature measurements are also available for Case 1 along
the flow axis, as well as radial temperature profile measurements obtained by traversing the thermocouple
at several points over the cross section of the flow. The temperature of the tube’s outer wall was also
measured using the traversing thermocouples. The mean calometric temperature measurement is used for
the Case 1 validation study. Temperature measurements of the external surface of the heated wall tube are
also available but are not used in the validation study. Heat flux is determined by measuring the electrical
power supplied to the heaters. According to the study’s authors, for Cases 13–38, the maximum relative
errors did not exceed 0.01 for pressure, 0.02 for mass velocity, and 0.03 for heat flux, and the maximum
absolute error of temperature did not exceed 1 K. The mean true vapor content (void fraction) was
determined by penetrating gamma radiation from a 170Tm source. Further details on the void fraction
measurement, including the calibration process are given in Bartolomei’s articles [2], [6]. The authors
mention that the maximum absolute errors in the void fraction measurements do not exceed 0.04 for Cases
13–38.

Experimental data used for this study include 27 conditions from the two tubular geometry test sections. A
script is used to generate the CTF input files automatically for Cases 13–38, whereas the input file for Case
1 is manually generated. The CTF models are created using internal flow in a single channel, with the inlet
mass flux and inlet temperature used to set the inlet boundary conditions, and system pressure is used for
the outlet boundary condition. Uniform heat flux is provided at the outer heater’s wall surface, with the
linear heat rate calculated to correspond to the experimental heat flux at the inner heater’s surface/outer
internal tube surface. The 15.4 mm and 12.0 mm diameter test sections are both divided into uniformly
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Figure 12. Comparison of CTF and experimental data of wall temperature, mean liquid temperature,
and void fraction for Case 1.

spaced axial nodes with a nodal size of 25.0 mm—roughly twice the hydraulic diameter—which is
consistent with the typically recommended mesh size for CTF calculations. Since the exact tube lengths are
unknown for cases 13–38, a fixed tube length of 1.5 m is used which corresponds to a total of 60 nodes.
The total number of nodes for Case 1 is 80.

The results of Case 1 are shown in Figure 12. CTF captures the overall trend in the axial void development
and liquid temperature profile very well. However, CTF predicts the location of ONB at the very first node
in comparison to the experimental data, which predict ONB further downstream. Furthermore, the liquid
temperature measurement close to the exit exceeds the saturation temperature according to the IF97
steam-water properties used in CTF. The experimental void fraction plateaus at the exit, whereas the
CTF-predicted void fraction continues to rise as the liquid temperature plateaus, giving a constant
temperature difference between the heater surface and the bulk liquid.

Results of parametric variation of key experimental system parameters from select cases are shown in the
following four figures: mass flux variation in Figure 13, heat flux variation at 70.0 bar in Figure 14, and at
150.0 bar in Figure 15 and Figure 16. Qualitatively, CTF void fraction predictions are better at higher mass
fluxes and higher heat fluxes, and they are worse at lower mass fluxes. At both 70.0 bar and at 150.0 bar for
varying heat fluxes and at moderate to high mass fluxes, the CTF predictions capture the void fraction
development, with underpredictions at low void fractions and overpredictions at high void fractions. The
effect of pressure shown in Figure 16 is more pronounced in CTF than in the experimental data in terms of
the ONB location and void fraction development.

The overall void fraction comparison between the experimental data and CTF are shown in Figure 17.
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Figure 13. Comparison of CTF and experimental data for variation in mass flux at 70.0 bar and heat
flux of 0.8 MW/m2.

Figure 14. Comparison of CTF and experimental data for variation in mass flux at 70.0 bar and mass
flux of 1,000.0 kg/m2-s.
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Figure 15. Comparison of CTF and experimental data for variation in mass flux at 150.0 bar and mass
flux of 2000.0 kg/m2-s.

Figure 16. Comparison of CTF and experimental data for variation in system pressure at mass flux
of 2000.0 kg/m2-s and heat flux of 1.1 MW/m2.
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Figure 17. Overall comparison of CTF vs. experimental void fractions using the subcooled boiling
model of Thom.

Since the void fraction data are available as a function of the equilibrium quality for Cases 13–38, the
corresponding CTF values were matched to within a relative tolerance of 10 percent. Similarly, for Case 1,
the experimental and CTF flow enthalpies are matched to within a relative tolerance of 1 percent. It must
be noted that all data points are used for Case 1 using the 1 percent criterion, while about 90 percent of the
datapoints are matched for Cases 13–38 using the 10 percent criterion. These results use the default
subcooled wall boiling model of Thom. The CTF comparison using the subcooled wall boiling of Chen is
shown in Figure 18. For the other benchmarking studies in this chapter, the model of Chen overpredicts the
wall temperature and subsequently the void fraction. For this dataset, the model of Chen does better with
the wall temperature prediction for Case 1. Overall, the model of Chen predicts the void fraction more
accurately at low voids, with a consistent overprediction at higher void fractions. The model of Thom has
considerable scatter on either side of the 1:1 line at lower void fractions, with a consistent overprediction at
higher void fractions, similar to the other benchmarking studies presented in this section.

The results of the Bartolomei validation seem to agree with existing CTF validation results when the mass
flux is high. Void is overpredicted for all pressure levels in Figure 16, and Figure 17 indicates that more
data points are overpredicted than underpredicted. However, the dataset reveals that at lower mass fluxes,
void becomes underpredicted. The BFBT void distribution cases were all run at a similar mass flux, so this
trend does not appear in that dataset. A similar comparison should be made on the PSBT Series 5, 6, and 7
datasets to determine if similar behavior exists. It was observed in PSBT Series 7 that void predictions near
the unheated rod were greatly overpredicted, which may be related.

3.2.5 Validation matrix driver

While each category of validation tests includes a set of scripts to assist with model building and/or
analyzing the test results and comparing them to experimental data, the automation for each test set was
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Figure 18. Overall comparison of CTF vs. experimental void fractions using the subcooled boiling
model of Chen.

typically performed in a custom way. This proved to be problematic, as the test matrix continued to grow
over time. For example, when a model is changed or a defect is encountered and fixed, it is necessary to
re-run the validation matrix, update the results, and quantify the effect of the change. Having a different
analysis approach for each set of tests is difficult, as each test must be run in a its own custom way each
time, and each test set must be manually launched individually. As this project will involve modifying
existing models or replacing them with new ones, it will be important to be able to quickly re-run the
validation matrix and quantify the effect on comparison metrics.

To address this issue, a validation matrix driver utility was developed. This Python utility includes two core
components:

1. ValidationTest: A base class that defines a set of tests. It is intended that the developer will
extend this class for a test set that is added to the test matrix. This class includes methods that can be
called for finding tests in the test set, processing test results, extracting summary statistics, and
rebaselining gold results files for regression tests in the set.

2. runMatrix: The driver script that handles running all tests in the matrix. The utility will walk the
test matrix directory structure in the CTF repository and will find all tests registered by the developer
(class extensions of the ValidationTest abstract class). The driver will run tests in parallel on a
personal computer or an high-performance computing (HPC) system using a job queuing system.
The driver will finally generate summary statistics that give a high-level overview of how test results
have changed since the last run in all tests, generate new figures for the CTF Validation Manual, and
rebaseline results of regression tests while detailing the changes. This driver will also detect any
cases that do not converge and will summarize any encountered errors during the process of running
and analyzing tests.

So far, all of the major two-phase validation tests have been added to the testing matrix driver using this
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approach. The usage instructions from the driver utility summarize the options available to the script user.

u sage : r u n M a t r i x . py [−h ] [−− nproc NPROC] [−− c t f −exe CTF_EXE] [−− r e r u n ]
[−− run−b a t c h ] [−−no−p r o c e s s ] [−− r e b a s e l i n e ]
[−− p r i n t − t e s t s ] [−− l o g f i l e LOGFILE ]
[−− run−c a t e g o r y RUN_CATEGORY] [−−no− d i f f ]
[−−no−image−u p d a t e ]

Runs t h e CTF v a l i d a t i o n m a t r i x . I t i s assumed t h i s s c r i p t i s run i n t h e
s o u r c e d i r e c t o r y . By d e f a u l t , t h i s w i l l run e v e r y v a l i d a t i o n t e s t ,

pe r fo rm a l l d a t a p r o c e s s i n g s t e p s t h a t compare e x p e r i m e n t a l and
c a l c u l a t e d r e s u l t s i n c l u d i n g g e n e r a t i o n o f p l o t s , d i f f a l l t e s t s t o
go ld f i l e s i f t h a t t e s t i s i n c l u d e d as a r e g r e s s i o n t e s t i n t h e CTF
CI , and make a p r i n t o u t summar iz ing which t e s t s d i d n o t c o n v e r g e ( i f

any ) and what t h e d i f f e r e n c e s were from go ld f i l e s . A l l t e s t s w i l l
be run i n p a r a l l e l a c c o r d i n g t o u s e r p r o v i d e d number o f p r o c e s s o r s .
Note t h a t t h i s d r i v e r s c r i p t depends on o t h e r d r i v e r s c r i p t s d e f i n e d

by t h e d e v e l o p e r f o r each t e s t c a t e g o r y . Adding new t e s t s r e q u i r e s
t h e d e v e l o p e r t o add new d r i v e r s c r i p t s t h a t d e f i n e t h e s t e p s o f
r u n n i n g t h e t e s t s , p r o c e s s i n g r e s u l t s , e t c . The V a l i d a t i o n T e s t ba se
c l a s s s h o u l d be used t o d e f i n e t h e p r o c e s s o f r u n n i n g a s e t o f t e s t s
. See V a l i d a t i o n T e s t . py f o r more d e t a i l s .

o p t i o n a l a rgumen t s :
−h , −−h e l p show t h i s h e l p message and e x i t
−−nproc NPROC Number o f p r o c e s s o r s t o use f o r t h e j o b .
−− c t f −exe CTF_EXE The p a t h t o t h e CTF exe t h a t w i l l be used t o

run t h e t e s t s . I f n o t s p e c i f i e d , t h e t e s t s w i l l n o t be run .
−− r e r u n By d e f a u l t , t h e d r i v e r w i l l s k i p t e s t s t h a t

have a ’ . s u c c e s s ’ f i l e which i n d i c a t e s t h e t e s t was p r e v i o u s l y run
s u c c e s s f u l l y . S p e c i f y t h i s f l a g t o r e r u n a l l t e s t s ; even ones

t h a t were p r e v i o u s l y run s u c c e s s f u l l y .
−−run−b a t c h Run a l l j o b s u s i n g t h e PBS j o b s c h e d u l e r ( r o s s

c l u s t e r on ly ) . E x i t s i m m e d i a t e l y a f t e r a l l j o b s a r e s u b m i t t e d .
User w i l l need t o run a g a i n t o p r o c e s s r e s u l t s .

−−no−p r o c e s s D i s a b l e s p r o c e s s i n g o f r e s u l t s .
−− r e b a s e l i n e I f s e t , a l l go ld f i l e s w i l l be r e b a s e l i n e d wi th

new t e s t r e s u l t s .
−−p r i n t − t e s t s I f s e t , s c r i p t w i l l on ly p r i n t t h e t e s t

c a t e g o r i e s found and do n o t h i n g e l s e .
−− l o g f i l e LOGFILE Name of t h e l o g f i l e t o w r i t e t o
−−run−c a t e g o r y RUN_CATEGORY I f s p e c i f i e d , on ly run t h e s e t e s t

c a t e g o r i e s and n o t a l l i n t h e m a t r i x . The p a s s e d name s h o u l d be
t h e name of t h e module ( use −−p r i n t − t e s t s t o s e e names ) .

−−no− d i f f I f p r e s e n t , do n o t p r i n t o u t d i f f o f t e s t and
go ld f i l e s .
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−−no−image−u p d a t e I f p r e s e n t , do n o t copy new images d e v e l o p e d
from pos t −p r o c e s s i n g c u r r e n t r e s u l t s t o t h e v a l i d a t i o n document
d i r e c t o r y .
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4. SUMMARY

This report documents the immediate needs in CTF to make the code more applicable to BWR modeling
and simulation. Needs are organized according to user-interface improvements and modeling
improvements. User-interface improvements involve making improvements to the supported geometry
features in CTF and the output of results to be consistent with the VERA approach for BWR-specific
geometry. The most pressing issue in terms of geometry support is the addition of the capability to model
part-length rods. While CTF is capable of modeling this geometry, the Xml2ctf preprocessor must be
expanded to include support for this feature as defined in the VERAIn common input file. There are
multiple options for modeling this geometry in CT, were investigated as described in this report. It is
intended that the table-based approach will be used to capture the effect of the rod disappearing because it
appears to be easier to implement into Xml2ctf and has little impact on the results compared to using a
multi-section approach. Further testing will be performed by expanding on the current tests developed in
this report so that they include two-phase flow. Other features that must be added to CTF include allowing
the user to specify an inlet orifice map and modifying CTF to correctly print pin and channel location
information to the VERA HDF5 file for visualization.

Preliminary testing conducted for CASL has revealed issues in overpredicting void and two-phase pressure
drop. It is suspected that the CTF subcooled boiling model may be at least partially to blame for this
overprediction. A review has been performed for the subcooled boiling modeling approaches used by three
popular nuclear thermal-hydraulics analysis codes which casts some doubt on the approach used by CTF.
In light of this review, suggestions for moving forward with modeling improvements are presented. This
effort will mostly involve expanding on the two-phase validation matrix, including adding tests that
measure void and rod surface temperature in tests modeling subcooled and saturated boiling. This will help
to indicate areas where CTF can be further improved and will serve as a check on any improvements made.
Furthermore, the data will be useful for any model recalibration that is performed. As part of this work, the
two-phase validation tests have been expanded to include the Bartolemei dataset, which includes void
measurements in tube geometry. A list of other potential tests to add has been prepared based on the results
of a brief literary search.

Finally, a validation test driver utility was developed to facilitate an almost completely automated execution
of the entire CTF validation matrix and processing of results to generate summary statistics and figures.
This will streamline the process of evaluating new and improved models that are implemented into CTF.
All new tests that are added to the matrix will be registered with this test driver.
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